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The tragic events in the City of Chicago on Wednesday December 22, 2010, when Chicago Firefighter 
Edward J. Stringer ï Engine Co.63 and Firefighter/EMT Corey D. Ankum, Truck Co.34 were killed in the 
line of duty while operating at a structure fire in an abandoned one-story brick building in the 1700 block 
of East 75th Street on the Cityôs South side, exemplifies the demands, challenges and sacrifice that come 
with responsibilities, duty and sworn obligation  that distinguishes the honorable profession of being a 
firefighter.     
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The fire was first reported at about 06:48 hours during the night and day tour shift change, with 
companies arriving at 06:52 hours reporting moderate fire in the  buildings northeast corner. The single 
story commercial structure was vacant, however it was readily known that squatters were known to seek 
shelter in the abandoned structure especially give the harsh weather being experienced in the city. The 
fire was quickly contained at approximately 07:00 hours according to published reports, and radio 
communications, with coordinated suppression, search and rescue and ventilation operations being 
conduction by companied both within the interior and on the roof. 

 
 
It was during this phase of operations that a mayday was rapidly communicated at 07:07 hours after a 
portion of the roof and rear masonry wall unexpectedly collapsed sending personnel operating on the roof 
riding down with the collapse and trapping four firefighters within the confines of the interior voids. RIT 
was immediately deployed at the scene for the trapped personnel with reports of numerous firefighters 
injured by the collapsing wall into the alley way on the Charlie side. 
 

http://alertpage1.posterous.com/chicagoil-building-collapse-and-mayday-1744-7
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Non-Bearing Sidewall lateral "push-outô/ outward" collapse resulting from the inward failure of the roof system into the interior 

 
The incident escalated quickly to a 3-11 alarm with subsequent manpower and resources dispatched to 
provide immediate collapse search, rescue, extrication, medical treatment and incident scene 
management and support. The resulting structural collapse killed firefighters Stringer and Ankum and 
injured seventeen other firefighters. 

Previous Incident coverage HERE, HERE, HERE and HERE. 

 

Operations in the Charlie Side Alleyway 
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In this incident the Rules of Structural Fire Engagement were clear and resonated with the commitment 
and resolve that define the American Fire Service. Companies committed to tactical deployment 
operations consistent with departmental operating procedures and policy that required interior fire 
suppression, in conjunction with a coordinated interior search and rescue task assigned, and supported 
by roof ventilation. Although the one-story brick building was clearly abandoned and vacant; it was not 
known if it was unoccupied, thus the tactical search and rescue assignment. According to Chicago Fire 
Commissioner Robert Hoff, firefighters entered the burning structure because of reports there may have 
been squatters inside the old laundry and cleaning facility. 

By all indications this alarm was a conventional fireground operation being conducted in a fashion 
consistent with the operating procedures and protocols of the Chicago Fire Department (CFD), executed 
in a formulative manner that was predicated upon similar past building performance and operations 
successes.  Various news reports and audio recordings of fireground communications identified that first 
arriving companies recognized the building and occupancy type and were aware that the building had a 
characteristic bowstring truss roof system in the rear (Charlie side) of the occupancy. CFD procedures 
dictate identification of the degree of fire involvement or impingement within the truss loft area (concealed 
or open area located within the open void space of the truss chords between the underdeck of the roof 
and the bottom chord of the truss) to determine risk and impact on further tactical operational deployment 
and task assignments. 

The CFD is adeptly aware of the historical characteristics, hazards and safety concerns associated with 
firefighting operations in buildings of bowstring truss construction. The Chicagoland area has an 
abundance of vintage building types with an array of occupancies that have characteristic small and large 
span structural bowstring truss systems. 

CFD Firefighters know bowstring truss roofs only too well because of the risk of collapse. Twelve years 
ago, two firefighters died when the bowstring truss roof collapsed on them while fighting a fire in a tire and 
auto repair shop in Beverly. The roof in the Beverly fire was already ablaze. In the case of 1744 East 75

th
 

Street, companies did not identify any fire extension or impingement within the truss loft area during initial 
phases of deployment and initiated tactical operation assignments accordingly based upon the fire 
location and strategic incident action plan. 

FF Ankum and FF Stringer were killed by the crushing weight of the collapsed roof. With a structural 
support system comprised of wood timbers configured in a bowstring style truss system, this structural 
support system and construction style was common in the late 1920s when the building at 75th and Stony 
Island in South Shore was built. The truss is arched like a bowstring and provides a clear span within a 
room or large compartment floor area without intermediate vertical support columns. The structural truss 
component is typically anchored along the exterior walls where the roof load is transferred to the vertical 
walls and down to the foundation. 

The building and occupancy at 1744 East 75th Street however did have a risk profile not related to its 
occupancy type and one that was not readily known to operating company or command officers during 
the initial stages of fireground operations; that this building was in state of disrepair and had received 
numerous citations and notices of action. The unstable nature of the building, the apparent poor condition 
of the roof and inherent deficiencies in the structural support system and construction created an 
operational risk profile that could not be identified readily through conventional size-up by arriving and 
deploying command or company officers. 

It was reported that the city had previously cited the building owner for numerous building code violations; 
including failing to maintain the roof- which, according to the violation, had holes and was rotted and 
leaking. The violation also indicated the roof trusses were vented and rotted. It is not known if pre-fire 
plan information was readily available to responding companies or if recent first-due company level 
inspections or walk-thru had been initiated or completed. 
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In an effort to provide timely learningôs from this incident and in advance of the more thorough and 
detailed subsequent investigative reports and information that will be forthcoming in the months ahead, Iôd 
like to provide some insights and basic information to increase firefighter, company and command officer 
awareness and knowledge related to the operational concerns for similar buildings with bowstring truss 
structural roof systems and share some observations related to presumptions  deduced from incident 
scene photos.   

The representative insights derived from this incident are in no way meant to analyze or offer criticism 
towards any element of the operations conducted at 1744 East 75th Street; but are provided to increase 
your knowledge of building features to support operations at similar structures and occupancies so as to 
reduce the likelihood of other history repeating events (HRE) in your jurisdiction or response district. 

These insights are based upon an analysis of incident scene photographs, internet based images and 
maps from Google, Bing along with video and audio media clips. Interpretations and assumptions made 
(especially related to dimensions, size and configurations) are representative to provide content to scale 
and similarities with other typical construction features in an effort to advance firefighter knowledge. 

 

Aerial view of the 1700 Block of East 75th Street and Collapse Area 
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Aerial Photo of the Collapse Zone looking from the Delta Side.  
The Rear alleyway on the Charlie Side runs parallel to East 75th Street. 

 

Anatomy of the Building and Collapse 

The structure at 1744 East 75th Street appears to have been part of a larger series of collective 
occupancies and structures that previously spanned the entire city block, sharing construction features 
and commonalities consistent with construction methodologies and practices in the 1920ôs through the 
1940ôs. An aerial view of the 1700 block of East 75th Street clearly shows the series of one-story brick 
buildings sharing both common party walls and possibly independent bearing walls between separate 
occupancies, with their distinctive roof profiles and varying square footage of floor area. 

The Alpha [A] side is East 75
th
 Street with a common parallel alleyway located on the Charlie [C] side. 

The collapse area appears to have been approximately a 60 feet (depth) x 50 feet (width) for an area of ~ 
3000 square feet. Published reports indicated the roof system present in the immediate collapse zone 
was comprised of bowstring truss components.  

This is evident in a series of fireground photos that clearly depict the remnants of a shallow depth built-up 
chord bowstring truss comprised of timber wood components. 

 

 

 

 

http://commandsafety.com/files/2010/12/12-23-2010-8-14-05-AM1.jpg
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Built-up Bowstring Timber Truss Component 

 

 

Truss resting along an interior support pilaster Bearing End of Bowstring Truss Component 
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Bearing End of a built-up Bowstring Chord Truss 

It appears the bowstring wood truss components rested on top a series of four (4) brick wall pilasters and 
pocketed within the east and west brick bearing walls. The north non-bearing brick wall appears to be a 
three wythe solid brick wall, with the bearing walls running east-west. The non-bearing brick wall running 
parallel to the alley way was the portion of wall that collapsed outward as a result of the inward collapse 
of the truss roof support system, wood rafters and plank roof deck.  

The inward momentum created by the downward force of the failing roof area, pushed outward the entire 
north wall face, which based upon the modular characteristics of the brick and mortar, most likely caused 
the wall to collapse in sizeable sections (outward collapse as well as disintegrate into smaller projectiles 
with a classical curtain failure. Photos suggest the wall failure resulted in a collapse zone that spanned 
the entire narrow alley way from wall to wall (estimated at 18 +/- feet) leaving no room to escape the 
lateral failing wall collapse without running in an east and west direction only. 

The single story size of this common Type (Class) III Ordinary Construction building which is estimated at 
18 feet in height appears to have had a parapet wall raising above the roof line, consistent with design 
features found in buildings of this vintage. 

 

 

 

http://commandsafety.com/files/2010/12/12-23-2010-1-33-50-PM1.jpg
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The single story height coupled with the square foot floor/roof area, any loss of structural integrity of a 
single truss component would likely cause the compromise or collapse of adjacent truss components and 
connective decking planks due to the interdependence and connectivity of the roofing support (trusses), 
purlins, rafters and roofing planks and outer membrane system. 

 Typically the failure of one bowstring truss span will compromise or cause the collapse of 
each adjacent truss to either side of the original affected truss causing the failure of a sizeable 
roof area. 

 Companies operating on such affected roof areas are subject to high risk and vulnerability 
should the roof area fail. Refer to the incident conditions and structural collapse from the 
Waldbaumôs Collapse, FDNY August 2, 1978. Go to the incident overview at 
Commandsafety.com HERE. 

 In smaller square foot commercial occupancies that have shallow depth bowstring truss 
components and both limited spans (less than 100 linear feet clear span) and number of 
trusses (six or less) the likelihood of a catastrophic roof collapse should be considered highly 
predicable in all incident action plans and during incident status monitoring. 

 The loss of load bearing and load transfer capabilities at the wall connection can contribute 
towards failure and collapse conditions. The end connections points (cap or shoe) of a 
bowstring truss are critical towards maintain truss performance and structural integrity. 

 The loss of truss axial orientation, resultant excessive deflection, loss of integrity of chord/ 
web geometry and connection points can lead to failure mechanisms and a cascading effect 
due to transferring of loads and possible overstressing and subsequent failures. 

Photo examination further identifies the presence of concrete masonry units (CMU) evident in a number 
of incident scene images that suggests renovations and alterations at some point in the buildingôs recent 
history that may have had an impact on the buildings integrity or performance profile ( postulated, actual 
or forecasted). 

 It should be noted that fire service personnel should have a high degree of respect for the 
danger and susceptible risk imposed by compromised or failing bearing and non-load bearing 
walls. 

 Collapse zones must be established and access controlled based upon physical incident 
scene layout, access and proximal exposure structures. 

 All fire service personnel should have awareness level training and an understanding of 
recognizing collapse indicators for buildings of masonry construction and tactical safety 
considerations 

 Company and Command Officers must have a higher level of knowledge and training to be 
able to recognize subtle of obvious construction, conditions or indicators that will affect IAP, 
strategic, tactical or task assignments and be able to act upon those indicators with 
immediacy and urgency as conditions and risk dictate. 

 The Collapse Zone should be at a minimum be equal to the full height of the exterior masonry 
wall face and also take into consideration additional distance due building material 
momentum, bounce and toss due to individual bricks, steel lintels and other components and 
materials acting as projectiles and traveling distances greater than the defined ñcollapse 
zoneò. 

 

 

 

 

http://commandsafety.com/2010/08/the-waldbaum-fire-collapse-fdny-1978-remembrance/
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Collapse Rescue Void Search Operations 

 The sheer weight and mass present in a brick wall presents a significant probability of 
debilitating injuries and death if caught in the collapse zone by falling wall sections or brick 
projectiles. 

 A standard common brick may weight 4.5 ï 6 lbs. each. An 8 inch wide brick wall may weigh 
upwards of 83 pounds per square foot (PSF). 

 For illustration purposes; A 50 foot long wall x 18 feet in height constructed with a solid 8 inch 
wide brick non-load bearing wall (assuming 15% openings for doors/windows) would have an 
estimated dead load weight of 63,500 lbs. (31.75 ton) 

 Fire Service personnel must be aware of the three common exterior masonry wall 
mechanisms of collapse that include;  
o outward monolithic wall collapse,  
o inward/outward wall collapse and  
o curtain fall collapse.  
o Building height, width (wyth) of the wall, bearing or non-bearing wall types, weather 

conditions, fire impingement or exposure and age, reinforcement, deterioration/integrity of 
mortar joints etc., all have influencing effects on the actual manner in which an exterior 
masonry wall will collapse. 

 In smaller single story commercial structures of Ordinary Type III construction, the 90-
degree monolithic and/or curtain-fall wall collapse can be expected. 

 The probability of void spaces being present due to a catastrophic collapse of a bowstring 
truss roof system are predicated upon the presence of interior space features such as 
shelving, equipment, products/materials and any small height area partitions or physical 
barriers (that may even extend upwards to the understructure of the truss chord) and the 
manner in which the structural bowstring truss component and integrated roofing system fail 
or compromise from the outer wall bearing points. (pancake, lean-to) 

 

http://commandsafety.com/files/2010/12/58407604.jpg
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 The collapse of the roofing deck system resulting from a compromise or collapse of the 
bowstring truss system may cause under some circumstances a longitudinal failure or 
cracking of the upper masonry wall either along the line of the roof/parapet interface or in an 
area immediately beneath this point. 

 The resulting impact due to dynamic load transfers may cause the upper masonry wall and/or 
parapet to collapse inward while simultaneously causing the lower masonry wall section to 
collapse in an outward manner into the exterior collapse zone. 

 The manner in which the exertion of force applied to the outer masonry wall during the 
mechanism of the collapsing of the roofing system will determine the extent of force, failure 
and degree of brick material that will be deposited at the base of the wall and beyond within 
the collapse zone. 

 

Wood Roofing Planks and outer membrane with visible Wood Roof Rafters as part of the Roofing System 

 

 Refer to the following NIOSH LODD Reports related to brick wall or component 
& collapses; 

 Brick Parapet Wall Collapse: http://www.cdc.gov/niosh/fire/reports/face200821.html 

 Brick Chimney Collapse: http://www.cdc.gov/niosh/fire/reports/face9906.html 
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Truss Orientation and Charlie Side Collapse Zone 

 

Typical Pilaster Support 

 

 

 


